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THE_CALCULATIONS SHOWN WERE MADE UTILIZING ACCEPTED PROCEDURES OF THE ILLUMINATING ENGINEERING SOCIETY OF NORTH AMERICA. VARIATIONS IN LAMP (A6 (PHJ)U (A6 (PED)| {46 (PED)| (A6 (PED) (46 (PED)| /
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NOTE: APPLICANT SHALL PERFORM AN AS—BUILT LIGHTING LEVELS ' 9
TO CONFIRM COMPLIANCE WITH LIGHTING DESIGN. 10
CALCULATION SUMMARY 00
*
LABEL CALCTYPE UNITS AVG MAX MIN AVG/MIN 0.0
ACCESS ROADWAY ILLUMINANCE FC 1.80 10.4 0.2 9.00 *00
DOCK APRON LOADING AREA ILLUMINANCE FC 1.51 2.60 0.7 2.06 , .
EMPLOYEE PARKING ILLUMINANCE FC 2.40 8.50 0.7 343 '
*
PEDESTRIAN PATH ILLUMINANCE FC 2.19 8.70 0.1 219 0.0
PERIMETER FENCE ILLUMINANCE FC 2.10 9.0 0.2 10.5 "
PRIMARY GUARD HOUSE ILLUMINANCE FC 9.68 13.0 49 1.98 %
SECONDARY GUARD HOUSE ILLUMINANCE FC 10.14 12.9 7.6 1.33 =
TDR DOOR ILLUMINANCE FC 1.85 24 15 1.23 3
TRAILER PARKING/INSPECTION PATH ILLUMINANCE FC 1.87 5.6 0.2 9.35
TRUCK YARD ILLUMINANCE FC 152 2.1 3.60 W
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PROTECT YOURSELF

ALL STATES REQUIRE NOTIFICATION OF EXCAVATORS, DESIGNERS, OR ANY PERSON
PREPARING TO DISTURB THE EARTH'S SURFACE ANYWHERE IN ANY STATE

)
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Know what's below
Call vefors you dg.

FOR STATE SPECIFIC DIRECT PHONE NUMBERS VISIT:
WWW.CALL811.COM

DYNAMIC
ENGINEERING

LAND DEVELOPMENT CONSULTING o PERMITTING
GEOTECHNICAL ¢ ENVIRONMENTAL
TRAFFIC o SURVEY o PLANNING & IONING

7 245 Main Street, Suite 110
o Chester, NJ 07930

N T: 908.879.9229 | F: 908.879.0222

Offices conveniently located at:

S LAKE COMO, NEW JERSEY e T:732.974.0198
~N CHESTER, NEW JERSEY o T:908.879.9229
~N NEWARK, NEW JERSEY o T: 973.755.7200
TOMS RIVER, NEW JERSEY e T:732.974.0198
NEWTOWN, PENNSYLVANIA e T:267.685.0276
PHILADELPHIA, PENNSYLVANIA o T:215.253.4888
BETHLEHEM, PENNSYLVANIA o T: 610.598.4400
ALLEN, TEXAS o T:972.534.2100
N HOUSTON, TEXAS o T: 281.789.6400
~ AUSTIN, TEXAS o T:512.646.2646
~ DELRAY BEACH, FLORIDA e T: 561.921.8570

( www.dynamicec.com )
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WITH POSSIBLE FUTURE ROOF MOUNTED SOLAR

SEE BUILDING 3
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NEW JERSEY LICENSE No. 41985
_ J
s R
PROFESSIONAL ENGINEER
NEW JERSEY LICENSE No. 36618
_ J
(TITLE: )
§ .
NS

BUILDING #1
LIGHTING PLAN

’A,

(SCALE: (H)17=50’ DATE: h
GRAPHIC SCALE W) 06,/09/2021
-390 0 25 90 100 PROJECT No:
( IN FEET ) (SHEET No: Rev. #:
TINCH = 50 FT.
SEE SHEET 4 OF 34 FOR LIGHTING PLAN NOTES
L oF 34J)l 0 |

COPYRIGHT © 2021 — DYNAMIC ENGINEERING CONSULTANTS, PC — ALL RIGHTS RESERVED



