LUMINAIRE SCHEDULE

THIS PLAN TO BE

UTILIZED FOR LIGHTING PURPOSES ONLY

BUILDING #1

TRA% 283,702 SF)
PROPOSED TIONAL NON—SORT FACILITY
INS 117K 0B G+2 Genb

+2 Gen
WITH POSSIBLE FUTURE ROOF MOUNTED SOLAR

SEE BUILDING 3
SITE PLANS

SYMBOL | QY | LABEL | HEIGHT | ARRANGEMENT | WATTS | LLF | DESCRIPTION FILENAVE
CHl 3 A1 30 SINGLE 140 | g4 | LIHONALED CONTOWR = KAD'LED ™\ up 16p_goc_700_40k_Ra_wvoLTIES
e 33 v 30 SINGLE 140 | oge | LTHONAED CONTOUR = KAD'LED ™\ yup 1ep_oc_700_40K_Ra_WvoLTIES
e | 2 A3 30 | BAKk-BACK | 140 | 094 éggo%% o C&NW&{ KAD LED | ap_LED_60C_700_40K_R4_MVOLTES
@j 18 A 30 e 140 | g4 | LIHONALED CONTOWR = KED'LED )\ up 16n_goc_700_40k_Ra_wvoLTIES
D%C] 21 IS 30 QUAD 140 | g4 | LTHONALED CONTOUR = KED'LED )\ yup 1ep_soc_700_40k_Ra_wvoLTIES
e 16 A6 20 SINGLE 200 10 | LOHONA LED CONIOWR ~ KADLED 1 ap_1En_60c_1000_40K_Re_wvoLT.ES
D%C] 3 v 30 QUAD 140 1o | LIHONA LED CONTOUR = KAD'LED | kap_Lep_goc_700_50K_Ra_MVOLTIES
@] 8 A8 20 SINGLE 200 | g4 | LTHONA LED CONTOUR ~ KAD'LED | yap_1Ep_60c_1000_40K_R3_MVOLTIES
&] 59 Wi 30 SINGLE 140 | 094 éggo%% o C&NW&{ KAD LED | ap_LED_60C_700_40K_R4_MVOLTES
&] 4 w2 o| 1275 SINGLE 140 | 094 éggo%% o C&NW&{ KAD LED | ap_LED_60C_700_40K_R4_MVOLTES

ISO CURVES ARE MAINTAINED AND SHOWN AT 0.5 AND 0.1 FC.

(FM) — FLUSH MOUNT FOUNDATION ~ (PED) — PEDESTAL FOUNDATION

THE CALCULATIONS SHOWN WERE MADE UTILIZING ACCEPTED PROCEDURES OF THE ILLUMINATING ENGINEERING SOCIETY OF NORTH AMERICA. VARIATIONS IN LAMP
OUTPUT, BALLAST OUTPUT, LINE VOLTAGE, DIRT DEPRECIATION, AND OTHER FACTORS MAY AFFECT ACTUAL RESULTS. UNLESS OTHERWISE STATED, ALL RESULTS ARE

MAINTAINED VALUES, UTILIZING ACCEPTED LIGHT LOSS FACTORS (LLF).

NOTE: APPLICANT SHALL PERFORM AN AS—BUILT LIGHTING LEVELS
TO CONFIRM COMPLIANCE WITH LIGHTING DESIGN.

CALCULATION SUMMARY
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o
.
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Plotted: 06/09/21 — 8:35 PM, By

LABEL CALCTYPE UNITS AVG MAX MIN AVG/MIN
ACCESS ROADWAY ILLUMINANCE FC 1.80 10.4 0.2 9.00
DOCK APRON LOADING AREA ILLUMINANCE FC 1.51 2.60 0.7 2.06
EMPLOYEE PARKING ILLUMINANCE FC 240 8.50 0.7 3.43
PEDESTRIAN PATH ILLUMINANCE FC 2.19 8.70 0.1 21.9
PERIMETER FENCE ILLUMINANCE FC 210 9.0 0.2 10.5
PRIMARY GUARD HOUSE ILLUMINANCE FC 9.68 13.0 4.9 1.98
SECONDARY GUARD HOUSE ILLUMINANCE FC 10.14 12.9 1.6 1.33
TDR DOOR ILLUMINANCE FC 1.85 2.4 1.9 1.23
TRAILER PARKING/INSPECTION PATH ILLUMINANCE FC 1.87 9.6 0.2 9.35
TRUCK YARD ILLUMINANCE FC 1.52 2.1 0.2 3.60
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SEE SHEET 4 OF 34 FOR LIGHTING PLAN NOTES
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PROTECT YOURSELF

ALL STATES REQUIRE NOTIFICATION OF EXCAVATORS, DESIGNERS, OR ANY PERSON
PREPARING TO DISTURB THE EARTH'S SURFACE ANYWHERE IN ANY STATE

)
oz

Know what's below
Call vefors you dg.

FOR STATE SPECIFIC DIRECT PHONE NUMBERS VISIT:
WWW.CALL811.COM

DYNAMIC
ENGINEERING

LAND DEVELOPMENT CONSULTING o PERMITTING
GEOTECHNICAL ¢ ENVIRONMENTAL
TRAFFIC o SURVEY o PLANNING & IONING

245 Main Street, Suite 110
Chester, NJ 07930

T: 908.879.9229 | F: 908.879.0222

Offices conveniently located at:

LAKE COMO, NEW JERSEY e T:732.974.0198
CHESTER, NEW JERSEY o T:908.879.9229
NEWARK, NEW JERSEY o T: 973.755.7200

TOMS RIVER, NEW JERSEY e T:732.974.0198

NEWTOWN, PENNSYLVANIA e T:267.685.0276

PHILADELPHIA, PENNSYLVANIA o T:215.253.4888
BETHLEHEM, PENNSYLVANIA o T: 610.598.4400
ALLEN, TEXAS o T:972.534.2100
HOUSTON, TEXAS o T: 281.789.6400
AUSTIN, TEXAS o T:512.646.2646
DELRAY BEACH, FLORIDA e T: 561.921.8570

( www.dynamicec.com )

BRETT W. SKAPINETZ

PROFESSIONAL ENGINEER
NEW JERSEY LICENSE No. 41985

JOSEPH G. JAWORSKI

PROFESSIONAL ENGINEER
NEW JERSEY LICENSE No. 36618
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